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These are minimum specifications established by
the California Building Code.  They do not, however,
supersede any more restrictive specifications shown
on the approved plans.  Code sections listed below
refer to the 2001 edition of the CBC as adopted by the
City of San Diego.

I. FOUNDATION  AND  UNDER-FLOOR
A. Concrete for footings must have a minimum

compressive strength of 2,500 psi at 28 days or be
composed of:

1 part Portland cement
2 1/2 parts sand
3 1/2 parts of 3/4-inch max. diameter gravel
7 gallons of water maximum per sack of cement
See CBC Table 18-1-C reproduced below for

minimum foundation requirements for stud bearing
walls. See CBC Section 1922.2.4.

B. Concrete slabs-on-grade must be at least 3 1/
2 inches (89mm) thick.  See CBC Section 1900.4.4.

C. All foundation plates or sills and sleepers on
a concrete or masonry slab, which is in direct contact
with earth, and sills which rest on concrete or ma-
sonry foundations, shall be treated wood or foundation
redwood, all marked or branded by an approved
agency.

When wood joists or the bottom of wood structural
floors without joists are located closer than 18 inches
(457 mm) or wood girders are located closer than 12
inches (305 mm) to exposed grounds in crawl spaces
or unexcavated areas located within the periphery of
the building foundation, the floor assembly, including
posts, girders, joists, and subfloor shall be approved
wood of natural resistance to decay.

When the above under-floor area clearances are re-
quired, the under-floor area shall be accessible.  Ac-
cessible under-floor areas shall be provided with a
minimum 18-inch by 24-inch (457 mm by 610 mm)
opening unobstructed by pipes, ducts, and similar con-
struction.  All under-floor access openings shall be
effectively screened or covered.  Pipes, ducts and other
construction shall not interfere with the accessibility
to or within under-floor areas.

D. Foundations supporting wood shall extend at
least 6 inches (152 mm) above the adjacent finish
grade as indicated in CBC Section 1806.1.

E. All sills must have full bearing on the footing
or slab and must be bolted to the foundation with not
less than 5/8-inch (16 mm) nominal diameter steel
bolts embedded at least 7 inches (178 mm) into the
concrete or masonry. Bolts must be spaced not to ex-
ceed 6 feet (1829 mm) on center.  There must be a
minimum of 2 bolts per piece with bolts not over 12
inches (305 mm) or less than seven bolt diameters
from cut end of sills per CBC Section 1806.6.  Plate
washers a minimum of 2 inch by 2 inch and 3/16 inch
(51 mm by 51 mm by 4.8 mm)  thick shall be used on
each bolt as indicated in CBC Section 1806.6.1 (2).

F. Under-floor areas must be ventilated by ap-
proved mechanical means or by openings into the
under-floor area walls.  Wall openings must have a
net area of not less than 1 square foot for each 150
square feet (.067m2 for each 10m2) of under-floor area.
Openings must be arranged to provide cross ventila-
tion and must be covered with corrosion-resistant wire
mesh with openings of 1/4 inch (6.4 mm) per CBC
Section 2306.7.

Construction Specifications
This Information Bulletin is correct for the date listed. Please check with the City of San Diego to ensure this bulletin is still correct before using any of its instructions.
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II. WOOD FRAMING
A. All joists, rafters, beams and posts 2 to 4

inches thick must be No. 2 grade Douglas fir-larch or
better. All posts and beams 5 inches and thicker must
be No. 1 grade Douglas fir-larch or better. See Item B
in this section for lumber grading requirements for
studs.

B. In one- or two-story buildings, studs for exte-
rior walls and interior bearing walls must be not less
than 2x4s at 16 inches on center. See CBC Table No.
23-IV-B reproduced below for exceptions.  Studs for
interior nonbearing partitions may be 2x3s at 16
inches (406 mm) on center. All studs must be utility
grade or better; note that utility grade studs may be
spaced not more than 16 inches (406 mm) on center,
may support not more than a roof and ceiling and may
not exceed 8 feet (2438 mm) in height for exterior or
load-bearing walls or 10 feet (3048 mm) in height for
interior nonload-bearing walls.  See CBC Section
2320.11.1.

1. Cutting and notching of wood studs is addressed
in CBC Section 2320.11.9.  See Figure 1 on page 3 of
this information bulletin.

  a. Any bearing wall stud may be cut or notched to
a depth not exceeding 25 percent of its width.
See Table 1 on page 4 of this information bulle-
tin.

  b. Nonbearing studs may be cut or notched to a
depth not exceeding 40 percent of the stud
width.  See Table 1 on page 4.

2. Boring of wood studs is addressed in CBC Sec-
tion 2320.11.10.  See Figure 2 on page 3 and
Figure 3 on page 4 of this information bulletin.

  a. Any bearing wall stud may contain a hole not
greater in diameter than 40 percent of the stud
width. Bored holes not greater than 60 percent
of the width of the stud are permitted in any
wall where each bored stud is doubled, provided

not more than two such successive doubled studs are
so bored.  Bored holes shall not be located at the same
section of the stud as a cut or a notch.  See Table 3 on
page 4.

  b. Nonbearing wall studs in nonbearing partitions
may contain bored holes not greater than 60
percent of the width of the stud.  See Table 4 on
page 4.

  c. In no case shall the edge of the bored hole be
nearer than 5/8” be nearer than 5/8 inch (16
mm) to the edge of the stud.  Bored holes shall
not be located at the same section of stud as a
cut or notch.
CBC Section 2320.11.10

C. Fire blocks must be provided for walls at ceil-
ings, floor levels and concealed spaces at 10 feet (3048
mm) on center horizontally and vertically.  See CBC
Section 708.2.1(1).

D. Every exterior wood stud wall and main
cross-stud partition must be braced at each end and
as needed to resist wind and seismic forces.  See CBC
Section 2320.11.3.

E. Provide lateral support for beams, rafters,
and joists to prevent rotation or lateral displacement
See CBC Section 2320.8.3.

F. A Certificate of Conformance for glued-lami-
nated wood members issued by the American Insti-
tute of Timber Construction or by an agency approved
by the City of San Diego must be given to the build-
ing inspector prior to installation. See CBC Section
2304.1

G. Floor joists under and parallel to bearing
partitions must be doubled. See CBC Section 2320.8.5.

H. Boring and notching of joists is addressed in
CBC Section 2320.8.3.  See Figure 4 on page 6 of this
information bulletin.
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Notches on the ends of joists shall not exceed one
fourth the joist depth.

Notches on the top or bottom of the joists shall not
exceed one sixth the depth and shall not be located
in the middle third of the simple supported span.

 Holes bored in joists shall not be within 2 inches
(51 mm) of the top or bottom of the joist, and the
diameter of any such hole shall not exceed one
third the depth of the joist.

I. Purlins to support roof loads may be sup-
ported by braces which are not less than 45 degrees
from the horizontal.  See CBC Section 2320.12.7.

J. Rafter ties must be spaced not more than
4 feet (1219 mm) on center where rafters and ceil-
ing joists are not parallel.  See CBC Section
2320.12.6.

K. Provide 1/2-inch minimum clearance be-
tween top plate of interior nonbearing partitions

and bottom chord of trusses, rafters and beams. Pro-
vide connection to permit vertical movement and posi-
tive lateral restraint.

L. Provide double top plates with minimum 48-
inch (2438 mm) lap splice. See CBC Section
2320.11.2.

M.For roof slopes of less than 3:12, members

�	�����

#�����	���
���

1�������
���

/����
���

����������

2������������

2	
����������

2�����������	�����

������	�������

	
��
����#�������	���'
�������
 ������



Page 4 of 11 City of San Diego • Information Bulletin 112  November 2002

	
��
����0
�����
 ������
����������#	�����3����	��4�5���������

����
�����

2������
����	�����

����

2	
�������	�����

 ������
��

0
�����
����	����
���
��	����	����	���	�����
������ �
��	�����
�
�
�����������	�
�����������������
���	���
6���

0
�����
����	����
���
��	����	����	��������
������	������
 ����
�	�������
����������	�
�����������������
���	���
6��

#	�����0
�����
 �0�	�����"	�����
��������.
�����
��������������������

�����7��8���
���������6���
�������������	8�����
���9
&	�������	�	�	�������

#	�����0
�����
 �'
���	�����"	�����
��

�������:�8��������
 ��������������
���
��������������
�
���	������	�����
����	8�����
���9�&	�������	�	�	�������

1elbaT )gnihctoNdnagnittuC(sdutSllaWgniraeB/

eziSdutS
htpedmumixaM
rotucegdeehtfo

)sehcni(hcton

doowmuminiM
gniniamerhtdiw
hctonrotucretfa

)sehcni(

3x2
4x2
6x2

8/5
8/7

1 8/3

1 8/7

2 8/5

4 8/1

2elbaT )gnihctoNdnagnittuC(sdutSllaWgniraebnoN/

eziSdutS
htpedmumixaM

rotucegdefo
)sehcni(hcton

doowmuminiM
gniniamerhtdiw
hctonrotucretfa

)sehcni(

3x2
4x2
6x2

�
� ���

� ���

1 2/1

2 8/1

3 8/3

3elbaT )gniroB(sdutSllaWgniraeB/

eziSdutS
mumixaM

foretemaid
elohderob

ecnatsidmuminiM
gnirobretfaegdeehtot

)sehcni(

3x2
4x2
6x2

�
� ���

� ���

1 4/1 elohfoedishcae
1 61/1 elohfoedishcae
1 61/11 elohfoedishcae

4elbaT )gniroB(sdutSllaWgniraebnoN/

eziSdutS
mumixaM

foretemaid
elohderob

ecnatsidmuminiM
gnirobretfaegdeehtot

)sehcni(

3x2
4x2
6x2

� ���

�
� ���

8/5 elohfoedishcae
4/3 elohfoedishcae

1 8/1 elohfoedishcae

supporting rafters and ceiling joists such as ridge
boards, hips and valleys must be designed as bearing
members. See CBC Section 2320.12.1.

N. Nailing shall be in compliance with CBC
Table No. 23-II-B-1 reproduced on page 5 of this in-
formation bulletin.

III. MATERIAL SPECIFICATIONS
A. Mortar to be used for construction of masonry

walls, foundation walls and retaining walls must have
a compressive strength of 1,800 psi minimum.  One
possible mix contains the following proportions by vol-
ume:

1 part Portland cement
3  parts sand
1/4 part hydrated lime or lime putty
Note that the use of plastic cement is not per-

mitted (CBC Section 2106.1.12.3 [5]).

B. Grout must have a compressive strength
equal to 2,000 psi minimum.  One possible mix con-
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Table No. 23-II-B-1/Nailing Schedule (1 inch = 25.4 mm)
Connection Nailing1

Joist to sill or girder, toenail 3-8d
Bridging to joist, toenail each end 2-8d
1" x 6" (25 mm x 152 mm)  subfloor or less to each joist,  face nail 2-8d
Wider than 1" x 6" (25 mm x 152 mm) subfloor to each joist, face nail 3-8d
2" (51mm) subfloor to joist or girder, blind and face nail 2-16d
Sole plate to joist or blocking, face nail 16d at 16" (406 mm) o.c.
Sole plate to joist or blocking, at braced wall panels 3-16d per 16" (406 mm)
Top plate to stud, end nail 2-16d
Stud to sole plate 4-8d, toenail or 2-16d, end nail
Double studs, face nail 16d at 24" (610 mm) o.c.
Doubled top plates, typical face nail 16d at 16" (406 mm) o.c.
Doubled top plates, lap slice 8-16d
Blocking between joists or rafters to top plate, toenail 3-8d
Rim Joist to top plate, toenail 8d at 6" (152 mm) o.c.
Top plates, laps and intersections, face nail 2-16d
Continuous header, two pieces 16d at 16" (406 mm) o.c. along each

edge
Ceiling joist to plate, toenail 3-8d
Continuous header to stud, toenail 4-8d
Ceiling joists, laps over partitions, face nail 3-16d
Ceiling joists to parallel rafters, face nail 3-16d
Rafter to plate, toenail 3-8d
1" (25 mm) brace to each stud and plate, face nail 2-8d
1" x 8" (25 mm x 203 mm) sheathing or less to each bearing, face nail 2-8d
Wider than 1" x 8" (25 mm x 203 mm) sheathing to each bearing, face nail 3-8d
Built-up corner studs 16d at 24" (610 mm) o.c.
Built-up girder and beams 20d at 32" (813 mm) o.c. at top and

bottom and staggered 2-20d at ends
and at each splice

2" (51 mm) planks 2-16d at each bearing
Wood Structural Panels and particleboard:2

     Subfloor, roof and wall sheathing (to framing):
1/2" and less 6d3

19/32" to 
3/4" 8d4 or 6d5

7/8" to 1" 8d3

11/8" to 11/4" 10d4 or 8d5

      Combination subfloor-underlayment (to framing):
3/4" and less 6d5

7/8" to 1" 8d5

11/8" to 11/4" 10d4 or 8d5

Panel Siding (to framing):
1/2" (13 mm) or less 6d6

5/8" (16 mm) 8d6

Fiberboard Sheathing:7

                1/2" (13 mm) No. 11 ga.8, 6d4, No. 16 ga.9

25/32" (20 mm) No. 11 ga.8, 8d4, No. 16 ga.9

Interior paneling:
                1/4" 4d10

3/8" 6d11

1 Common or box nails may be used except where otherwise stated.
2 Nails spaced at 6 inches (152 mm) on center at edges, 12 inches (305 mm) at

intermediate supports, except 6 inches (152 mm) at all supports where spans are
48 inches (1219 mm) or more. For nailing of wood structural panels and particle-
board diaphragms and shear walls, refer to Sections 2315.3.3 & 2315.4. Nails for
wall sheathing may be common, box or casing.

3 Common or deformed shank.
4 Common.                                       5      Deformed shank.
6 Corrosion-resistant siding or casing nails conforming to the requirements of Section

2304.3.
7 Fasteners spaced 3 inches (76 mm) on center at exterior edges and 6 inches (152

mm) on center at intermediate supports.

8 Corrosion-resistant roofing nails with 7/16-inch-diameter (11 mm) head and 11/2-
inch (38 mm) length for 1/2-inch (13 mm) sheathing and 13/4-inch (44 mm) length
for 25/32-inch (20 mm) sheathing conforming to the requirements of Section
2304.3.

9 Corrosion-resistant staples with nominal 7/16-inch (11 mm) crown and 11/8-inch
(29 mm) length for 1/2-inch (13 mm) sheathing and 11/2-inch (38 mm) length for
25/32-inch (20 mm) sheathing conforming to the requirements of Section 2304.3.

10 Panel supports at 16 inches (406 mm) [20 inches (508 mm) if strength axis in
the long direction of the panel, unless otherwise marked]. Casing or finish nails
spaced 6 inches (152 mm) on panel edges, 12 inches (305 mm) at intermediate
supports.

11 Panel supports at 24 inches (610 mm). Casing or finish nails spaced 6 inches
(152 mm) on panel edges, 12 inches (305 mm) at intermediate supports.
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Notch at end of
joist not to exceed
1/4 of joist depth

Figure 4/Notching and Boring of Joists

Joist

Not more
than 1/3 of

total depth of
member

Not more
than 1/6 of
total depth
of member

Not to exceed 1/3 of span
No notches in

center 1/3
of  simple

supported span

Not less
than 2”

stud
width

tains the following proportions by volume:
1 part Portland cement
3 parts sand
1/10 part hydrated lime or putty
1 to 2 parts pea gravel (3/8-inch aggregate)
Add water until pouring consistency is achieved

without segregation of the grout constituents. The use
of plastic cement is not permitted (CBC Section
2106.1.12.3 [5]).

C. Masonry units must be type “N” and must
comply with ASTM Standard Specification C90-95 for
hollow load-bearing concrete masonry units (CBC
Section 2102.2.[5]).

D. Reinforcing steel used in concrete structures
must be deformed and must comply with CBC Section
1903.5.1. Reinforcing steel used in masonry structures
must comply with Section 2102.2 (10).

E. Structural steel must comply with UBC Stan-
dard No. 22-1. Steel used as structural shapes such as
wide flange sections, channels, plates and angles may
comply with ASTM Standard Specification A36-94.
Pipe columns may comply with ASTM Standard
Specification A53.93a. See CBC Section 2202.

IV. WEATHER PROTECTION
A. All wood siding must be placed over an ap-

proved, weather-resistive barrier. See CBC Section
1402.1.

B. Every opening in any exterior wall must be
flashed with sheet metal or waterproof building pa-
per. See CBC Section 1402.1 and Building Newsletter
14-1.

C. Basement foundation walls below finished
grade must be dampproofed on the outside. See CBC
Section 1402.4.

D. A weep screed must be provided for all stucco

exterior stud walls at or below the foundation plate
line. See CBC Section 2506.5.

V. MISCELLANEOUS
A. Attic areas 30 inches (762 mm) or higher

must be accessible by an opening not less than 22
inches by 30 inches (559 mm by 762 mm). With a fur-
nace in the attic, the opening must not be less than 30
inches by 30 inches (22 inches by 30 inches if the larg-
est piece of equipment can be accommodated). See
CBC Section 1505.1 and California Mechanical Code
Section 307.3 (1).

B. Shower walls must be finished to a height of
70 inches (1778 mm) above the drain inlet with a
smooth, hard, nonabsorbent surface. See CBC Section
807.1.3. See also BNL 8-1.

C. Contact San Diego Gas & Electric Company,
Customer Extension Planning Department, for meter
location. All wiring must comply with the 1998 Cali-
fornia Electrical Code.

D. In new construction, smoke detectors must
receive their primary power from the building wiring
when such wiring is served from a commercial source
and must be equipped with a battery backup. Smoke
detectors may be solely battery-operated when in-
stalled in existing buildings, without commercial
power, or buildings which undergo alterations, repairs
or additions. See CBC Section 310.9.1.

VI. ROOF COVERING MATERIALS &
APPLICATION
A. The following definitions are applicable:

Built-up roof covering is two or more layers of felt
cemented together and surfaced with cap sheet, min-
eral aggregate, smooth coating or similar surfacing
material.

Class A roof covering is any Class A roofing as-
sembly, asbestos-cement shingles or sheets, exposed
concrete slab roof, sheet ferrous or copper roof cover-
ing, slate shingles or concrete or clay roof tiles.

Class B roof covering is any Class B roofing as-
sembly.

Class C roof covering is any Class C roofing as-
sembly.

Wood shakes are tapered or nontapered pieces of
approved durable wood of random widths ranging
from 4 inches to 14 inches. Wood shakes come in four
types and various dimensions: hand split and resawn
or semisplit in 15-, 18- or 24-inch lengths;  taper split
in 24-inch lengths; straight split in 18- or 24-inch
lengths and tapersawn in 24-inch lengths or longer.

Wood shingles are tapered pieces of approved du-
rable wood, sawed both sides, of random widths rang-
ing from 3 inches to 14 inches and in lengths of 16
inches, 18 inches or 24 inches.
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4 per  36-inch to 40-inch (914 mm to 1016 mm) strip

  2 per 9-inch to 18-inch (229 mm to 457 mm) shingle

Corrosion-resistant nails, minimum 12-gauge 3/8-inch (9.5 mm) head, or approved corrosion-resistant staples,
minimum 16-gauge 15/16-inch (23.8 mm) crown width.
Fasteners shall comply with the requirements of Chapter 23, Division III, Part III.

Fasteners shall be long enough to penetrate into the sheathing 3/4 inch (19mm) or through the thickness of
the sheathing, whichever is less.

Per manufacturer’s instructions included with packages of shingles.  Method

Per manufacturer’s instructions included with packages of shingles.
Hip and ridge weather exposures shall not exceed those permitted for the field of the roof.

3. Attachment

   combined
   systems,

        type of fasteners

Per Section 1508.2
Per Section 1509

 No. of fasteners1

Exposure
   Field of roof

   Hips and ridges

4. Flashing

    Valleys
    Other flashings

1 Figures shown are for normal application.  For special conditions such as mansard application and where roofs are in special wind
regions, shingles shall be attached per manufacturer’s instructions.

Table No. 15-B-1/Asphalt Shingle Application

  ASPHALT SHINGLES

Not Permitted below 2 Units Vertical in 12 Units Horizontal (16.7% Slope)

Asphalt shingles shall be fastened to solidly sheathed roofs.

Sheathing shall conform to Sections 2312.2 and 2320.12.9.

1. Deck
Requirement

2. Underlayment

Temperate climate
One layer nonperforated Type 15 felt lapped 2 inches
(51 mm) horizontally and 4 inches (102 mm) vertically
to shed water.

Roof Slope 2 Units Vertical in 12 Units Horizontal (16.7%
Slope) to Less Than 4 Units Vertical in 12 Units

Horizontal (33.3% Slope)

4 Units Vertical in 12 Units Horizontal
(33.3% Slope) and Over

Asphalt strip shingles may be installed on slopes as
low as 2 inches in 12 inches (16.7% slope), provided
the shingles are approved self-sealing or are hand-
sealed and are installed with an underlayment
consisting of two layers of nonperforated Type 15
felt applied shingle fashion.  Starting with an 18-
inch-wide (457 mm) sheet and a 36-inch-wide (914
mm) sheet over it at the eaves, each subsequent
sheet shall be lapped 19 inches (483 mm)
horizontally.

Same as for temperate climate, and the two layers

shall be solid cemented together with approved

cementing material between the plies extending
from the eave up the roof to a line 24 inches (610

mm) inside the exterior wall line of the building. As

an alternative to the two layers of cemented type
15 felt, an approved self-adhering, polymer modified,

bituminous sheet may be used.

    Severe climate:
       in areas sub

          ject to wind-
        driven snow
        or ice build-
        up

Same as for temperate climate, except that one
layer No. 40 coated roofing or coated glass

   base shall be applied from the eaves to a line
12 inches (305 mm) inside the exterior wall line
with all laps cemented together. As an alterna-
tive to the layer of No. 40 felt, a self-adhering,
polymer modified, bituminous sheet may be
used.

B. Roof covering materials must be applied in
an approved manner in accordance with
manufacturer’s instructions and Chapter 15 of the
1998 California Building Code. CBC Table Nos. 15-B-
1, 15-B-2, 15-D-1 and 15-E have been partially repro-
duced following this section.

a. Metal roofing exposed to the weather
must be corrosion-resistant. Corrugated steel,
ribbed steel and flat steel sheets must be a mini-
mum of No. 30 galvanized sheet gauge. Other

ferrous sections or shapes must be a minimum
of No. 26 galvanized sheet gauge.

b. Wood shingles and shakes must comply
with UBC Standard Nos. 15-4 and 15-3, respec-
tively, and must be installed per Table No. 15-
B-2. All wood shingles and shakes must have a
minimum Class C roof covering rating.

C. Flashing must be provided.
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1  When approved by building official wood shakes may be installed on a slope of not less than 3 units vertical in
12 units horizontal (25% slope) when an underlayment of not less than nonperforated Type15 felt is installed.



November 2002 City of San Diego • Information Bulletin 112 Page 9 of 11

NOITACILPPAELITGNIFOOR/1-D-51.oNelbaT 1 SELITLLAROF

21nilacitreVstinU2/12epolsfooR
sseLot)epolS%12(latnoziroHstinU

stinU21nilacitreVstinU3nahT
)epolS%52(latnoziroH

21nilacitreVstinU3epolsfooR
dna)epolS%52(latnoziroHstinU

revo

stnemeriuqerkceD.1 9.21.0232dna2.2132snoitcesrepgnihtaehsdiloS

tnemyalrednU.2
-dniwottcejbussaeraetamilcnI

rognimmadecifoor,wonsnevird
ninwohssasnoigerdniwlaiceps

.1-61erugiF,61retpahc seilpeerht,enarbmemgnifoorpu-tliuB
6.7051noitceSrepdeilppa,muminim

deriuqertongnicafruS

,saeraetamilcrehtorofsaemaS
sevaeehtmorfgnidnetxetahttpecxe

)mm016(sehcni42enilaotfoorehtpu
ehtfoenilllawroiretxeehtedisni

tnemyalrednufosreyalowt,gnidliub
dnanoihsafelgnihsdeilppaebllahs

nahtiwrehtegotdetnemecyldilos
.lairetamgnitnemecdevorppa

seraetamilcrehtO 03epyTrotlefytud-yvaehreyalenO
dna)mm15(sehcni2deppaledistlef

.)mm351(sehcni6deppaldne

stnemhcattA.3
srenetsaffoepyT

.daeh)mm9.7(hcni-61/5,eguag11.oNnahtsseltonsliantnatsiser-noisorroC
.IIInoisiviD,32retpahCfostnemeriuqerehthtiwylpmocllahssrenetsaF

)mm91(hcni4/3gnihtaehsehtotnietartenepothguonegnolebllahssrenetsaF
roferiwgnihcattA.sselsirevehcihw,gnihtaehsehtfossenkcihtehthguorhtro

.W.B41.oN()mm11.2(hcni380.0nahtrellamsebtonllahselitetercnocroyalc
.)eguag

srenetsafforebmuN 3,2 tuohtiwelittalF.elitreprenetsafenO
.elitrepsrenetsafowt,spallacitrev

enoylnO.elitrepsrenetsafowT
nilacitrevstinu7fosepolsnorenetsaf

dna)epols%3.85(latnozirohstinu21
thgiewdellatsnihtiwselitrofssel

tooferauqsrepsdnuop5.7gnideecxe
retaergonhtdiwagnivah)2m/gk6.63(

4.)mm604(sehcni61naht

paldaeheliT.4 muminim)mm2.67(sehcni3

gnihsalF.5 9051dna4.8051snoitceSreP

1 deriuqereraelitrepsrenetsafowtfomuminima,saerawonsni
2 ro)h/mK921(ruohrepselim08fossecxeniseiticolevdniwdetaeperottcejbuslaiciffognidliubehtybdetangisedsaeranI

:swollofsadehcattaebllahsselitlla,edargevoba)mm29121(teef04sdeecxethgiehfoorehterehw
1.2 .delianebllahsselitllafosdaehehT
2.2 .spilcdevorppahtiwdenetsafebllahsselitesruocevaellafosesonehT
3.2 .slianowthtiwdelianebllahsselitekarllA
4.2 .citsams'refoordevorppafodaebanitesebllahsselitekardnapih,egdirllafosesonehT

3 .renetsafenodnasnettabro,deriuqereraelitrepsrenetsafowtfomuminima,saerawonsnI
4 denetsafylerucesebllahsselitllafodneesoneht,)epols%002(latnozirohstinu21nilacitrevstinu42revosepolsnO

a. Roof valley flashing must be of not less
than No. 28 galvanized sheet gauge corrosion-
resistant metal extending 8 inches from the cen-
ter line each way for asphalt, metal and wood
shingles and 11 inches from the center line each
way for asphalt-cement shingles, slate shingles,
clay and concrete tile and wood shakes. Sections
of flashing shall have an end lap of not less than
4 inches. In general, the metal valley flashing
must have a 36-inch-wide underlayment di-
rectly below it of one layer of Type 15 felt run-
ning the full length of the valley in addition to
the required underlayment.

b. Where the roof and vertical surfaces
join, flashing and counterflashing must be pro-

vided per the roofing manufacturer’s instruc-
tions.

D. Roof insulation must serve as a rigid base for
application of a roof covering and must meet the re-
quirements of Section 1504 and Table No. 15-A for
fire-retardancy. Insulation for built-up roofs must be
applied per Table No. 15-E. For other roofing materi-
als, insulation must be covered with a suitable and
secure nailing base.

E. Plywood roof sheathing must be installed in
accordance with CBC Table No. 23-II-E-1 reproduced
on page 11.
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